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From: Michael Stoker 

Sent: Friday, July 29, 2016 1:36 PM 

To: Schani Siong 

Cc: Cheryl Journey; Martin Mofield 

Subject: Re: DRC2015-00109, SCHMITZ, North County E-Referral, MUP, San Miguel 

  

Schani, 

 

Please find buildings comments for DRC2015-00109 below. The comments are also included in 

tidemark. Please let me know if you have any questions. 

 

In regards to this preliminary review, a building permit is required. The drawings specify the 

work to be completed consists of a new 9,100 sq. ft general store and 

related infrastructure which includes associate parking, landscaping, lighting, signs, storm 

drains, etc. A California State licensed design professional (Architect/Engineer) shall prepare 

plans in compliance with current codes adopted by the County of San Luis Obispo (Current 

version of the California Building Standards Codes and Title 19 of the SLO County Codes at time 

of permit submittal). 

  

While a thorough plan review will be conducted at the time of the building permit application, 

the following items are noted to assist design review; 

  

1)                  A California licensed Architect or Engineer is required to submit the plans for 

this project per BPC 5536.1. 

2)                  A pre application meeting will be needed prior to submitting for a building 

permit to answer any questions and / or discuss code related issues. 

3)                  Provide an allowable area analysis on the plans to verify compliance with CBC 

Chapter 5, including Table 503 and sections 504, 506, and 508. Also, provide 

information stating is the building is using the separated, non-separated, or 

accessory occupancy method or combination of each per CBC Section 508. 

4)                  Any fire resistive walls or ceilings due to occupancy separations will need to be 

detailed on the plans to comply with the requirements of with CBC, including 

Chapter 5, 6 and 7. The specific details for the wall construction on the plans will 

need to reference an approved UL listing or gypsum manual listing. 

5)                  The fire and smoke protection features (i.e. exterior walls, projections, 

openings, rated wall assemblies, shaft enclosures, parapet, etc) shall be shown, 

calculated and detailed on the plans to comply with CBC, including Chapter 7. 

6)                  The interior finishes (floors, ceiling, walls, insulation, etc) will need to be shown 

on the plans to comply with CBC, including Chapter 8. 

7)                  Provide an occupant load and exiting analysis on the plans to verify compliance 

with CBC, including Chapter 10. 

8)                  The accessibility elements throughout will need to be shown, detailed, and / or 

noted on the plans to verify compliance with CBC Chapter 11B. (i.e. accessible 
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parking, path of travel, restroom design, accessible amenities, rooms, equivalent, 

etc.) 

9)                  Provide plans which clearly show the structural design to verify compliance with 

the 2013 California Building Code and referenced standards. The plans and 

supporting calculations will need to be prepared by a California Licensed Design 

Professional (Architect or Engineer) justifying the structural design. 

10)              The project will require a soils report and structural calculations for the design 

of the buildings.  All structural elements to be detailed on the plans to comply 

with CBSC and adopted referenced codes. 

11)              A grading permit and site drainage plan will be required for this project. 

12)              Provide isometric / single line drawings for the electrical, plumbing, and 

mechanical elements to verify compliance with the current versions of the 

California Electrical, Plumbing, and Mechanical Codes. 

13)              Provide a plumbing fixture analysis on the plans to verify the number of fixtures 

provided is sufficient for the proposed use and complies with CPC Chapter 4 and 

Table A and Table 422. 

14)               Provide an equipment schedule on the plans and any referenced standards or 

spec sheets that are applicable. 

15)              The floor plans need to show the layout and configuration of the aisles widths, 

location of the check stands, point of sales location, freezers and refrigeration, 

etc.     

16)               Provide details for anchorage for all equipment.  For equipment weighing more 

than 400 lbs, provide calculations for seismic anchorage in accordance with ASCE 

7-10, Chapter 13. 

17)              Energy Calculations will need to be provided to verify compliance with current 

California Energy Code. 

18)              Compliance with the current California Green Building Code and County of San 

Luis Obispo Green Building Ordinance will need to be show on the plans. 

The building will need to be provided with fire sprinklers and an alarm system under a separate 

permit. At the time of the permit application provide plans and calculations showing the design 

of the system. 

 

Thanks 

 

Michael Stoker, CASp 

Building Division Supervisor 

805.781.1543 
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